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Foreword

This study was conducted for Malmstrom AFB, MT under Operations and Main-
tenance, Air Force (OMAF) Project Order 99-001, Work Unit VF9, “NOx Evalua-
tion at Malmstrom AFB Coal-Fired Plant.” The technical monitor was David
Heckler, 341CES/CEV.

The work was performed by the Energy Branch (CF-E), of the Facilities Division
(CF), U.S. Army Construction Engineering Research Laboratory (CERL). The
CERL principal investigator was Martin J. Savoie. Larry M. Windingland is
Chief, CEERD-CF-E, and L. Michael Golish is Chief, CEERD-CF. The CERL
technical editor was William J. Wolfe, Information Technology Laboratory.

The Director of CERL is Dr. Michael J. O’Connor.
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1 Introduction

Background

The Malmstrom Air Force Base (MAFB), MT Coal-Fired Heat Plant (CFHP) is
designed to fire natural gas or subbituminous coal with a maximum sulfur con-
tent of 1 percent. The plant contains three large high temperature water gen-
erators (HTWGs) to provide high temperature hot water (HTHW) heat to the en-
tire base. HTWG No. 1 can burn coal or natural gas. HTWG No. 2 was
converted to burn natural gas only. HTWG No. 3 can only burn coal. The
spreader-stoker coal-fired HTWGs have an input capacity of 106 million British
thermal units per hour (MMBtwhr) and an output capacity of 85 MMBtu/hr.
When natural gas is burned, the maximum output capacity approximates 30
MMBtwhr per HTWG, for a total of 60 MMBtu/hr for two units. During the win-
ter months, one coal-fired HTWG normally provides ample heat for the entire
base. The other generators serve as standby units.

In the spring and autumn, natural gas has been used to heat the entire base, al-
though it is questionable whether two HTWGs fired on gas operating at capacity
(60 MMBtu/hr) can provide adequate heat for the entire base during extremely
cold periods. The plant has to be fired on coal when the demand exceeds the
natural gas capability of 60 MMBtwhr since only two HTWGs can be fired on
natural gas. The State of Montana requires that nitrogen oxide (NOx) levels be
maintained below the level of 0.50 Ib/MMBtu of coal. This research recommends
several enhancements to heating plants to improve combustion efficiency and air
emissions. These enhancements include: improved coal specifications, advanced
monitoring systems, combustion air heater modifications, variable speed drives
(VSDs), and operator training. Figure 1 shows the air/flue gas flow for a coal-
fired HTWG.

Objectives

The objective of this investigation was to evaluate the Malmstrom AFB CFHP to
determine operational and equipment changes to ensure that the CFHP can op-
erate under a wide range of conditions while maintaining NOx emission levels
below the allowable limits set by Montana State regulations. Plant operators
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must be able to quickly diagnose and prevent unstable combustion conditions
that result in increased NOx emissions.

Approach

1. Artificial Heat Load. Because system tests and evaluations were conducted
late in the heating season, the heat load or demand on the CFHP would not
be at levels required for official permit testing. It was therefore necessary to
build an artificial load to provide an evaluation near actual test conditions.
This ability to create artificial loads would also allow the HTW Gs to be tested
over their full operating range. Three methods were used to build artificial
loads: distribution temperature sag, use offline units as radiators, and open
hangar doors.

2. Conduct Emissions Testing. This work was done by a team of experts con-
sisting of CERL researchers, consultants from Schmidt and Associates, Inc.
(SAI), and MAFB staff. The team tested HTWG Nos. 1 and 3 while burning
coal to determine NOx levels over a full range of operating capacity. The fol-
lowing parameters were measured: flue gas temperature, flue gas oxygen
(O,) content, flue gas carbon monoxide (CO) content, flue gas NOx, and flue
gas sulfur dioxide (SO,) content at both the air preheater inlet and the spray
dryer absorber (SDA) inlet. In addition, a velocity traverse was conducted at
the SDA inlet to determine flue gas flow. Coal samples were taken at the
feeders for proximate and ultimate analysis. MAFB plant personnel operated
the plant during the tests and assisted with combustion and emission tests.

forced draft fan spray
=1 e |— baghouse
eater absorber

S

high mechanical
temperature »| collector )
water

generator
oo —Q

over-fire air fan

induced draft fan

Figure 1. Air/flue gas flow: coal-fired HTWG.
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. Co-Fire Natural Gas and Coal. The team performed operational tests on
HTWG No. 1 to determine the feasibility of co-firing natural gas and coal.
Tests included start-up of stoker grate, feeders, over-fire air (OFA), and
stoker furnace draft and forced draft fans, while controls were set to burn
natural gas.

. Evaluate Existing Coal System Equipment. The team evaluated existing coal
equipment to determine changes required to reduce NOx and to improve
plant efficiency. The team investigated coal quality parameters, coal han-
dling procedures and equipment, combustion air and flue gas flow, and com-
bustion air heater operation.

. Evaluate Coal System Operation and Maintenance (O&M). The team evalu-
ated plant O&M procedures for firing on coal. The team focused on stoker
and furnace maintenance, controls, and instrumentation.

. Fuel and NOx Control Alternatives. The team provided preliminary cost
estimates for all the different options described above. Preliminary cost
estimates were prepared for labor, material, and equipment for complete
installation of each process described above. The team provided a cost effec-
tive analysis including all labor, material, maintenance, equipment, opera-
tional costs, and environmental compliance costs for the following options:

o existing CHP operation on coal without NOx reduction equipment

e CHP operation on coal with new NOx reduction equipment

e CHP operation on 100 percent natural gas.

Mode of Technology Transfer

At MAFB’s discretion, CERL will provide lessons learned from this effort to other
stoker CFHPs to support both Federal and private sector goals to improve air
quality.
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Units of Weight and Measure

U.S. standard units of measure are used throughout this report. A table of con-
version factors for Standard International (SI) units is provided below.

Sl conversion factors

1in. = 2.54 cm
1ft = 0.305m
1yd = 09144m
1sqin. = 8.452cm’
1sqft = 0.093 m?
1sqgyd = 0.836m°
icuin. = 16.39cm’
icuft = 0.028m’
icuyd = 0.764m°
1 gal = 3.78L
11b = 0453kg
1 psi = 6.89 kPa
oF = (°Cx18)+32
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2 Procedures to Create Artificial Heat Load

Because system tests and evaluations were conducted late in the heating season,
the heat load or demand on the CFHP would not be at levels required for official
permit testing. It was therefore necessary to build an artificial load to provide
an evaluation near actual test conditions. This ability to create artificial loads
would also allow the HTWGs to be tested over their full operating range. Three
methods were used to build artificial loads.

Distribution Temperature Sag

The distribution system normally operates at 390 °F. The distribution return
temperature was allowed to drop or sag to 290 °F. This temperature was held
until a test was to be performed, which resulted in about 14 MMBtwhr increase
in load. However, at 290 °F the hospital system temperature was too low to pro-
vide steam at the required temperature. It is likely the hospital could not make
steam at 90 psig when the system temperature was allowed to sag because the
tube bundle in the converter is too small. When the outlet temperature drops
below 375 °F, it is not unusual for the hospital to notify the CFHP that adequate
steam pressure cannot be maintained.

MAFB personnel started hospital back-up boilers, which dropped system de-
mand. With additional trials, the lowest return temperature that would still
meet hospital requirements could be determined.

Use Off-Line Units as Radiators

While HTWG No. 3 was operating, MAFB personnel circulated water in HTWG
Nos. 1 and 2 and ran the system fans to exhaust the warmed air through the
stacks. This operation tripped induced draft (ID) fan motors during circulation
of water in HTWG Nos. 1 and 2. The “trip” occurred because the dampers were
in an open position. The fans were moving cold, dense air instead of hot, less
dense flue gas, which required more horsepower than the fan motor rating. Af-
ter adjusting the airflow, a load of about 8 MMBtwhr was sustainable.
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Open Hangar Doors

Hangar doors were opened to force the heating system to operate continuously.
The heat exchangers were set on manual to provide maximum output. The ap-
parent increase in load was only about 0.5 MMBtu/hr. Based on the number and
ratings of heat exchangers in the hangars, the load increase should have been in
about 2 to 4 MMBtwhr. However, the lost loads and increasing outside tempera-
ture made it difficult to quantify the load increase.

Dump Steam/Water From HTHW Converters and Heat Exchangers

This fourth method was not tested. It was determined that, if steam/water were
dumped from the HTHW converters and heat exchangers while the distribution
system temperature was at low temperature (290 °F for sag), the buildings
would not achieve a comfortable temperature.

After completion of the three tested operations, the load increase ranged from
24 .4 to 32 MMBtu/hr.
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NOXx Test Results

During the 1-11 March 1999 site visit, CERL and SAI conducted flue gas analy-
sis at the mechanical dust collector (MDC) outlet and the SDA inlet to evaluate
the effect of flue gas oxygen content on NOx emissions over the HTWG operating
range. The coal feed rate was measured from data taken from the coal scales
and printouts of the Bailey INFI 90 control screens were made. HTWG heat
output was calculated from the coal scale heat input and the American Society of
Mechanical Engineers (ASME) Power Test Code (PTC) 4.1, Abbreviated Effi-
ciency Test, Heat Loss Method (ASME PTC 4.1). The field-test data and calcula-
tions are included in Appendix A.

Flue gas analysis was conducted at the four ports in the vertical breeching be-
tween the MDC outlet and air preheater inlet and also at the four ports in the
horizontal breeching between the air preheater outlet and SDA inlet. Flue gas
analysis at the air preheater inlet included temperature, O, by dry volume, CO
by dry volume, combustibles by dry volume measured as methane, NOx by dry
volume, and SO, by dry volume. Flue gas analysis at the SDA inlet included the
same parameters as the air preheater inlet with the addition of a velocity trav-
erse to determine flue gas flow. The velocity traverse flue gas flow was com-
pared to flue gas flow calculated from coal scale fuel flow and ASME PTC 4.1
combustion efficiency. The HTWGs were held under fairly steady state operat-
ing conditions during the approximately 45-minute data recording. Printouts
were made every 15 minutes of HTWG operation recorded by the Bailey INFI 90
system.

The formation of NOx increases during a combination of higher furnace tempera-
tures and higher flue gas O, contents or excess air. By reducing the excess air in
the furnace, the furnace temperature and NOx formation will be reduced.

The first test was conducted on 5 March on HTWG No. 3 at an INFI 90 Btu
meter load of 64.03 MMBtwhr heat output. Data recorded at the MDC outlet
averaged 6.44 percent O, by dry volume, 212 ppm of CO, 442 °F flue gas tem-
perature, and 353 ppm NOx corrected to 3 percent O,. Data recorded at the SDA
inlet averaged 7.21 percent O, by dry volume and 289 °F flue gas temperature.
Combustion efficiency calculated according to the ASME PTC 4.1 was 82.15 per-
cent. Heat output calculated from the efficiency and coal flow from the coal scale
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was 77.09 MMBtu/hr. NOx emissions were calculated to be 0.480 Ib/MMBtu.
Air infiltration across the air heater between the MDC outlet and SDA inlet was
calculated to be 4,634 Ib/hr or 4.3 percent of the total flow at the SDA inlet.

Test Run No. 2 was conducted on 5 March on HTWG No. 3 at an INFI 90 Btu
meter load of 67.48 MMBtwhr heat output. Data recorded at the MDC outlet
averaged 4.74 percent O, by dry volume, 509 ppm CO, 441 °F flue gas tempera-
ture, and 306 ppm NOx corrected to 3 percent O,. Data recorded at the SDA in-
let averaged 5.55 percent O, by dry volume and 290 °F flue gas temperature.
Combustion efficiency calculated according to the ASME PTC 4.1 was 82.53 per-
cent. Heat output calculated from the efficiency and coal flow from the coal scale
was 81.26 MMBtwhr. NOx emissions were calculated to be 0.416 1b/MMBtu.
Air infiltration across the air heater between the MDC outlet and SDA inlet was
calculated to be 4,699 Ib/hr, or 4.6 percent of the total flow at the SDA inlet.

Test Run No. 3 was conducted on 5 March on HTWG No. 3 at an INFI 90 Btu
meter load of 55.21 MMBtwhr heat output. Data recorded at the MDC outlet
averaged 5.81 percent O, by dry volume, 45 ppm CO, 409 °F flue gas tempera-
ture, and 334 ppm NOx corrected to 3 percent O,. Data recorded at the SDA in-
let averaged 6.58 percent O, by dry volume and 276 °F flue gas temperature.
Combustion efficiency calculated according to the ASME PTC 4.1 was 83.87 per-
cent. Heat output calculated from the efficiency and coal flow from the coal scale
was 64.74 MMBtu/hr. NOx emissions were calculated to be 0.454 1b/MMBtu.
Air infiltration across the air heater between the MDC outlet and SDA inlet was
calculated to be 4,248 1b/hr, or 4.9 percent of the total flow at the SDA inlet.

Test Run No. 4 was conducted on 5 March on HTWG No. 3 at an INFI 90 Btu
meter load of 45.11 MMBtwhr heat output. Data recorded at the MDC outlet
averaged 8.20 percent O, by dry volume, 28 ppm CO, 402 °F flue gas tempera-
ture, and 408 ppm NOx corrected to 3 percent O,. Data recorded at the SDA in-
let averaged 8.64 percent O, by dry volume and 268 °F flue gas temperature.
Combustion efficiency calculated according to the ASME PTC 4.1 was 83.59 per-
cent. Heat output calculated from the efficiency and coal flow from the coal scale
was 52.49 MMBtwhr. NOx emissions were calculated to be 0.555 1b/MMBtu.
Air infiltration across the air heater between the MDC outlet and SDA inlet was
calculated to be 3,223 Ib/hr, or 4.0 percent of the total flow at the SDA inlet.

Test Run No. 5 was conducted on 5 March on HTWG No. 3 after reducing the
flue gas oxygen content at an INFI 90 Btu meter load of 46.41 MMBtwhr heat
output. Data recorded at the MDC outlet averaged 5.39 percent O, by dry vol-
ume, 101 ppm CO, 378 °F flue gas temperature, and 297 ppm NOx corrected to 3
percent O,. Data recorded at the SDA inlet averaged 6.30 percent O, by dry
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volume and 261 °F flue gas temperature. Combustion efficiency calculated
according to the ASME PTC 4.1 was 84.78 percent. Heat output calculated from
the efficiency and coal flow from the coal scale was 54.37 MMBtwhr. NOx emis-
sions were calculated to be 0.404 lb/MMBtu. Air infiltration across the air
heater between the MDC outlet and SDA inlet was calculated to be 3,484 1b/hr or
4.9 percent of the total flow at the SDA inlet.

Test Run No. 6 was conducted on 9 March on HTWG No. 1 at an INFI 90 Btu
meter load of 63.18 MMBtwhr heat output. Data recorded at the MDC outlet
averaged 5.81 percent O, by dry volume, 234 ppm CO, 407 °F flue gas tempera-
ture, and 327 ppm NOx corrected to 3 percent O,. Data recorded at the SDA in-
let averaged 11.8 percent O, by dry volume and 279 °F flue gas temperature.
Combustion efficiency calculated according to the ASME PTC 4.1 was 84.29 per-
cent. Heat output calculated from the efficiency and coal flow from the coal scale
was 63.01 MMBtuwhr. NOx emissions were calculated to be 0.444 1b/MMBtu.
Air infiltration across the air heater between the MDC outlet and SDA inlet was
calculated to be 47,533 1b/hr or 37.3 percent of the total flow at the SDA inlet.

Test Run No. 7 was conducted on 9 March on HTWG No. 1 at an INFI 90 Btu
meter load of 60.03 MMBtu/hr heat output. Data recorded at the MDC outlet
averaged 6.00 percent O, by dry volume, 192 ppm CO, 406 °F flue gas tempera-
ture, and 339 pprh NOx corrected to 3 percent O,. Data recorded at the SDA in-
let averaged 9.97 percent O, by dry volume and 281 °F flue gas temperature.
Combustion efficiency calculated according to the ASME PTC 4.1 was 84.42 per-
cent. Heat output calculated from the efficiency and coal flow from the coal scale
was 61.22 MMBtuwhr. NOx emissions were calculated to be 0.461 1b/MMBtu.
Air infiltration across the air heater between the MDC outlet and SDA inlet was
calculated to be 26,580 Ib/hr or 25.5 percent of the total flow at the SDA inlet.

Test Run No. 8 was conducted on 10 March on HTWG No. 1 at an INFI 90 Btu
meter load of 40.56 MMBtw/hr heat output. Data recorded at the MDC outlet
averaged 7.85 percent O, by dry volume, 50 ppm CO, 358 °F flue gas tempera-
ture, and 368 ppm NOx corrected to 3 percent O,. Data recorded at the SDA in-
let averaged 9.21 percent O, by dry volume and 250 °F flue gas temperature.
Combustion efficiency calculated according to the ASME PTC 4.1 was 84.10 per-
cent. Heat output calculated from the efficiency and coal flow from the coal scale
was 43.07 MMBtu/hr. NOx emissions were calculated to be 0.500 1b/MMBtu.
Air infiltration across the air heater between the MDC outlet and SDA inlet was
calculated to be 6,704 1b/hr, or 9.7 percent of the total flow at the SDA inlet.

Test Run No. 9 was conducted on 10 March on HTWG No. 1 at an INFI 90 Btu
meter load of 25.05 MMBtwhr heat output. Data recorded at the MDC outlet
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averaged 9.44 percent O, by dry volume, 103 ppm CO, 338 °F flue gas tempera-
ture, and 391 ppm NOx corrected to 3 percent O,. Data recorded at the SDA in-
let averaged 10.68 percent O, by dry volume and 242 °F flue gas temperature.
Combustion efficiency calculated according to the ASME PTC 4.1 was 83.62 per-
cent. Heat output calculated from the efficiency and coal flow from the coal scale
was 28.96 MMBtwhr. NOx emissions were calculated to be 0.532 Ib/MMBtu.
Air infiltration across the air heater between the MDC outlet and SDA inlet was
calculated to be 4,849 Ib/hr, or 9.1 percent of the total flow at the SDA inlet.

Test Run No. 10 was conducted on 10 March on HTWG No. 1 at an INFI 90 Btu
meter load of 30.36 MMBtuw/hr heat output. Data recorded at the MDC outlet
averaged 8.58 percent O, by dry volume, 74 ppm CO, 343 °F flue gas tempera-
ture, and 365 ppm NOx corrected to 3 percent O,. Data recorded at the SDA in-
let averaged 9.83 percent O, by dry volume and 247 °F flue gas temperature.
Combustion efficiency calculated according to the ASME PTC 4.1 was 84.27 per-
cent. Heat output calculated from the efficiency and coal flow from the coal scale
was 34.96 MMBtuhr. NOx emissions were calculated to be 0.497 1b/MMBtu.
Air infiltration across the air heater between the MDC outlet and SDA inlet was
calculated to be 5,847 Ib/hr, or 9.8 percent of the total flow at the SDA inlet.

Test Run No. 11 was conducted on 11 March on HTWG No. 1 at an INFI 90 Btu
meter load of 65.73 MMBtuw/hr heat output. Data recorded at the MDC outlet
averaged 5.85 percent O, by dry volume, 1,568 ppm CO, 415 °F flue gas tempera-
ture, and 364 ppm NOx corrected to 3 percent O,. Data recorded at the SDA in-
let averaged 6.60 percent O, by dry volume and 283 °F flue gas temperature.
Combustion efficiency calculated according to the ASME PTC 4.1 was 83.42 per-
cent. Heat output calculated from the efficiency and coal flow from the coal scale
was 70.81 MMBtwhr. NOx emissions were calculated to be 0.495 1b/MMBtu.
Air infiltration across the air heater between the MDC outlet and SDA inlet was
calculated to be 6,663 Ib/hr, or 7.1 percent of the total flow at the SDA inlet.

Test Run No. 12 was conducted on 11 March on HTWG No. 1 at an INFI 90 Btu
meter load of 29.87 MMBtwhr heat output. Data recorded at the MDC outlet
averaged 7.23 percent O, by dry volume, 131 ppm CO, 343 °F flue gas tempera-
ture, and 295 ppm NOx corrected to 3 percent O,. Data recorded at the SDA in-
let averaged 8.40 percent O, by dry volume and 239 °F flue gas temperature.
Combustion efficiency calculated according to the ASME PTC 4.1 was 84.80 per-
cent. Heat output calculated from the efficiency and coal flow from the coal scale
was 31.99 MMBtuwhr. NOx emissions were calculated to be 0.402 1b/MMBtu.
Air infiltration across the air heater between the MDC outlet and SDA inlet was
calculated to be 3,624 1b/hr, or 7.5 percent of the total flow at the SDA inlet.




CERL TR 99/101

17

Test Run No. 13 was conducted on 11 March on HTWG No. 1 at an INFI 90 Btu
meter load of 18.90 MMBtuw/hr heat output. Data recorded at the MDC outlet
averaged 7.39 percent O, by dry volume, 253 ppm CO, 326 °F flue gas tempera-
ture, and 257 ppm NOx corrected to 3 percent O,. Data recorded at the SDA in-
let averaged 10.06 percent O, by dry volume and 222 °F flue gas temperature.
Combustion efficiency calculated according to the ASME PTC 4.1 was 84.28 per-
cent. Heat output calculated from the efficiency and coal flow from the coal scale
was 23.73 MMBtwhr. NOx emissions were calculated to be 0.349 1b/MMBtu.
Air infiltration across the air heater between the MDC outlet and SDA inlet was
calculated to be 7,313 Ib/hr, or 17.7 percent of the total flow at the SDA inlet.

Test Run No. 14 was also conducted at an INFI 90 Btu meter load of 52
MMBtwhr heat output. Data recorded at the MDC outlet averaged 5.83 percent
0, by dry volume, 217 ppm CO, 368 °F flue gas temperature, and 303 ppm NOx
corrected to 3 percent O,. Data recorded at the SDA inlet averaged 7.80 percent
0, by dry volume and 253 °F flue gas temperature. Combustion efficiency cal-
culated according to the ASME PTC 4.1 was 84.50 percent. Heat output calcu-
lated from the efficiency and coal flow from the coal scale was 45.58 MMBtu/hr.
NOx emissions were calculated to be 0.413 Ib/MMBtu. Air infiltration across the
air heater between the MDC outlet and SDA inlet was calculated to be 7,745
Ib/hr, or 11.8 percent of the total flow at the SDA inlet.

Control of HTWG flue gas O, or excess air, as well as even coal combustion
across the grate, are critical in controlling NOx emissions. At 24 MMBtwhr heat
output, the flue gas O, content was 7.39 percent by dry volume or 6.84 percent by
wet volume. CO was 253 ppm and NOx emissions were 0.349 Ib/MMBtu. At 29
MMBtu/hr heat output, the flue gas O, content was 9.44 percent by dry volume,
or 8.84 percent by wet volume. CO was 103 ppm and NOx emissions were 0.532
Ib/MMBtu. The CO at 29 Btwhr load of 103 ppm is indicative of good coal com-
bustion as compared to the CO of 253 ppm at 24 MMBtwhr load, which had less
complete combustion. The O, content increased from 7.39 percent to 9.44 percent
and the resulting NOx emissions increased from 0.349 1b/MMBtu to 0.532
1b/MMBtu.

The test at 52 MMBtwhr was conducted under steady load conditions. Flue gas
0, content was 8.05 percent by dry volume or 7.48 percent by wet volume. CO
averaged 42 ppm indicating very good combustion and an even fuel bed. How-
ever, the NOx emissions averaged 0.534 1b/MMBtu. The flue gas O, was lowered
to reduce NOx emissions and another test was conducted at 54 MMBtuhr heat
output. The average flue gas O, decreased to 5.39 percent by dry volume or 4.95
percent by wet volume and the CO increased to 113 ppm. NOx emissions were
reduced to 0.404 Ib/MMBtu.
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The test at 71 MMBtu/hr heat output was conducted during a time when clink-
ers were forming on the grate and incomplete combustion was occurring. The
flue gas O, content was 5.85 percent by dry volume or 5.38 percent by wet vol-
ume, which is typical for this HTWG load. However, the CO averaged 1,568
ppm, indicating uneven fuel distribution and combustion, and the NOx emissions
increased to 0.495 Ib/MMBtu (Figures 2 and 3).
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Figure 2. NOx and O, versus generator load.
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Figure 3. NOx and CO versus generator load.
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There was a variation in both flue gas oxygen content and flue gas temperature
across the air heater inlet breeching, which relates directly to the condition of
the fuel bed in the furnace. A thin area in the fuel bed allows more air to flow
through, which increases the excess oxygen and reduces the flue gas tempera-
ture above that area. As the oxygen contents and the flue gas temperatures be-
came more uniform, it indicated more even coal combustion across the grate

(Figure 4).

[ Combustion Gas Flow Stratification ]

Test#
MBtu

Mechanical Coliector Outlet

7.5 7.4 6.2 53
055 | 051 | 046 | 0.41
450 [t 453 | 443

0.46 ‘ 0.42
452 | | 453

Range/Ave

gk & side Malls

Furnace pressure at -0.05"
Adjust feeder bias control

22 |65

0.14 | 0.48

N a2 B[ 31 [442
12 (47

0.08 | 0.42

34 |44

1.3 |58

0.45

1.4

vfoLe] LR

* #4 was atest to find NOx non-compliance point

409

5.5
0.40
378

Furnace
Top view

0.03
8

Figure 4. Mechanical collector inlet.




20 CERL TR 99/101

4 Co-Firing Tests

The team performed operational tests on HTWG No. 1 to determine the feasibil-
ity of co-firing natural gas and coal. Tests included start-up of stoker grate,
feeders, OFA, and stoker furnace draft and forced draft (FD) fans, while controls

were set to burn natural gas.

Existing Combustion Controls/System Constraints

e The combustion controls are currently configured so that only coal or natural
gas can be fired. The reasons for this are:

1. Coal heat input can equal 130 x 106 Btuw/hr heat output

2. Natural gas input can equal 30 x 106 Btwhr heat output

3. The maximum rating of boilers (HTHW generators) is 130 x 106 Btwhr
4

. If both fuels are fired at 100 percent capacity of fuel, the heat output could
reach 160 x 106 Btwhr, which would damage the units.

e The small ID fan (used with natural gas) is interlocked with the small FD fan
and burner.

* The large ID fans and the large FD fan for coal combustion are interlocked.

e The small ID fan and burner cannot be operated at the same time as large ID
fan and coal FD fan.

¢ The large ID fan and coal FD fan cannot be operated at the same time as the
small ID fan and burner.

Co-firing Trial

A trial co-firing was accomplished for a short time with the following procedure:
e The furnace was cold; there was no heat input to boiler.

1. The spreader coal feeders were manually started to put 1 to 1-1/2 in. of coal
on the grates. The purpose of this was to protect the grates from future natu-
ral gas flame radiation.
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2.

The large FD fan damper was manually opened to 100 percent open with the
fan off. This is to allow the furnace static pressure at —0.15 to cause a small
amount of cooling air through grates when the burner is started.

The small ID fan was placed in automatic operation with the burner and
burner FD fan. This step:

1. Allowed normal pre-purge of both fans.

2. Allowed normal low fire light off of natural gas igniter.

3. Allowed normal low fire light off of natural gas main fuel valve.

4. Placed the natural gas burner in a manual position of 30 percent fuel input.
— Held the flame to 30 percent to 40 percent of normal flame length.

— Keep the flame away from coal feeders.

Startup on coal.

1. The large ID fan for coal was manually started.

— The small ID fan (natural gas) inlet dampers were moved to a closed
position, but the small ID fan must still operate to hold the flue gas
switch at the small ID fan under negative pressure.

2. The coal ID fan damper was slowly opened (manually) to obtain a furnace
condition of —0.30 in. of water.

3. The coal would not ignite from the burner flame, so No. 2 oil rags were placed
on top of coal. The rags were ignited before placing them on coal. The coal
was dry and hot and ignited rapidly.

4. The large FD fan damper was closed to minimum position and the fan was
manually started.

5. The large FD fan damper had to be moved by a person because of all the

combustion control interlock.

Co-firing. It was extremely difficult to operate in the hand/manual mode.
However, with major changes in the combustion control logic/programming,
co-firing would be possible.
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9 Equipment Modifications Analysis

Coal Specifications and Handling
New Coal Specification

The MAFB heating plant has burned a wide variety of coal, and the staff has
found that many western coals cannot be combusted in efficiently, or in a man-
ner that prevents damage to stoker and furnace equipment. The current coal
contains many fines, which appear to have developed during long-term outside
storage. This problem is not a result of handling, but an inherent problem with
many western coals. As the coal ages in low humidity climates, the lumps tend
to fracture into smaller particles. The combination of fine coal particles and low-
ash fusion temperatures causes severe clinker formation on the fuel bed. This
damages stoker grates, coat generator tubes, and causes excessive airflow
through the furnace. Excess air causes NOx levels to increase. Some of the
highest NOx readings were obtained when clinkers were noted in the furnace.
The following specifications have been developed to prevent clinkering. It should
be noted that more ash is desirable to provide a thicker ash bed, which protects
the stoker grates and allows more even distribution of primary combustion air.

Table 1. Specifications.

Specification Min Max
Moisture 0% 20%
Volatility 33% 47%
Ash 6% 12%
Sulfur 0% 1%
AST H=W (red.) 2,440 °F n/a
Na,0+K,0 n/a 3%
Sizing 11/4" by 1/4"

Maximum retained 11/4" 5%
Maximum passing 1/4" 5%

Additional coal handing changes to prevent the generation of fines during coal
handling are discussed in the remainder of this section.
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Coal Fines and Segregation Control

The system cannot tolerate coal containing 40 percent by weight less than 1/4-in.
size. The system can accept coal sizing from 1-1/4 in. to zero, but it cannot toler-
ate large quantities of fines. The coal feeders also cannot tolerate an inconsis-
tent mix of coal sizes, a problem commonly produced by poor handling and stor-
age of the coal.

The fuel purchaser should ensure that incoming coal does not have more than 10
percent 1/4-in. by zero coal because the process of handling coal creates fines;
any higher percent of fines will eventually result in an unacceptable fuel. For
example, unloading the coal from the railroad car or truck and placing it in the
stockpile generates 5 percent more fines (i.e., a purchase of 10 percent immedi-
ately results in 15 percent fines in the stockpile). Moving the stockpile into the
bunker generates another 5 percent (i.e., up to 20 percent 1/4-in. by zero fines).

When coal segregation does occur, the coal handler must ensure that the stock-
pile is re-mixed to a uniform state. Since it is undesirable to have 25 percent 1/4-
in. by zero coal at these coal feeders, the coal handler must receive help from the
person who reclaims the stockpile. The stockpile front-end loader operator must
mix some of coal on the perimeter with some of the fines in the center. A rubber
tire front-end loader is the correct type of vehicle to move coal without creating
yet more fines. The front-end loader operator should layer the coal while build-
ing the coal pile so the coal is segregated no more than necessary.

Splitters Under Coal Bunker Feed Chutes

A useful coal-handling system upgrade is to place splitters under bunker chutes
to reduce segregation of fines and bigs. Typically, the coal is discharged down a
drag conveyer and dropped into the bunker through three openings that alter-
nate every 2 minutes. When coal is piled in one spot, the large coal rolls to the
perimeter and the small (1/4-in. x 0-in.) coal is concentrated in the center, a pro-
cess that inadvertently sizes the coal into a product unsuitable for the feeders.

The solution to this problem lies in creating more, smaller piles of coal (e.g., 12
smaller piles instead of 3 large ones). More small piles result in less coal segre-
gation and separation of big coal and fine coal (Figures 5 and 6).
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Outside Coal Storage

Only enough coal to satisfy emergency fuel requirements should be stored out-
side. The coal in the coal pile should only be used in the event of coal delivery
stoppage. This will require just-in-time delivery of coal. When establishing the
emergency fuel requirement, consideration should be given to the availability of
natural gas.

Just-in-Time Delivery
It is recommended that coal delivery be changed to just-in-time with the coal

immediately placed into the bunker. This will eliminate the generation of fine
coal caused by moving the coal to and from the outside storage pile.

1/4"-316SS WEDGE
TO SPLIT COAL

HEIGHT (AS REQUIRED)
Lo

NEW WEDGE

Figure 5. Wedge to split coal.
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Variable Speed Drives for Forced and Induced Draft Fans

The addition of VSDs for the FD and ID fans will allow better control of furnace
draft and the combustion process. Fan dampers have very limited control at low
generator loads. The addition of VSDs will allow better operation at lower gen-
erator loads and savings in fuel costs. The cost of VSD fans (per boiler) are:

ID Fan - 400 HP

Motor $ 25,000 $ 5,000
VSD (122 °F rated) ' 70,000 5,000
Conduit $80/ft. (L/M) 2,400
Local Disconnect 5,000 5,000
$100,000 $17,400 $117,400

FD Fan - 100 HP

Motor $ 8,000 $ 5,000
VSD 40,000 5,000
$ 48,000 $10,000 $ 58,000
Subtotal $175,400
Contractor Overhead and Profit $ 32,700
Subtotal $208,100
Contingency $ 20,800
Total for one generator $228,900
Total for two generators $457,800

Air Heater Modifications

Reduced FD air will reduce effects of low ash fusion temperatures, reduce NOx
by reducing ash bed temperatures, and improve SDA operation by allowing inlet
temperature to be over 350 °F during the entire HTWG operating range. This
modification will also reduce lime consumption because it will be used more effi-
ciently. Higher temperature flue gas entering the SDA would allow more water
to be run through the SDA to improve performance. Air heater modifications
should include:

e increase SDA inlet temperature to 300 to 350 °F

e reduced NOx causes low SDA temperature

¢ increase SDA turn-down

e more coal use at low loads

¢ less SDA maintenance.
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By making the SDA capable of greater turn-down, the plant can burn coal in-
stead of natural gas during the spring and autumn. During calendar year 1998,
the plant used 7,779.2 tons of coal and 118,599.6 MCF of natural gas at a cost of
$1,094,183. By allowing greater turn-down through the use of partial combus-
tion air bypass and higher ash fusion temperature coal, the plant could burn
11,114.8 tons of coal and 23,960 MCF of natural gas at a cost of $879,533, for an
annual savings of over $214,000.

1. Air Heater Combustion Air By-Pass for Flue Gas Temperature Control — Cost
per Generator

A. FD Fan Discharge Variable Static Pressure versus Heat Input
Material Labor Subtotal

Pressure Transmitter $ 2,500 $ 500
Input Card to CPU 4,000 500
Output Card 4,000 500
Service Engineer (3 days) 2,500
$10,500 '$4,000 $14,500

B. Flue Gas Air Heater Discharge Constant Temperature
Material Labor Subtotal

Damper No. 1 $10,600 $ 4,000
Ductwork 1,000 1,200
Damper No. 2 5,400 4,000
Ductwork 3’ x 3’ x 20° 1,000 3,000
Output Card 4,000

I/P Converter (2) 600 200
Service Engineer (3 days) 2,650
Damper No. 3 6,500 4,000
Ductwork 1,000
Flow Indicator 5,000

I/P Converter (1) 300 100
Service Engineer (3 days) 2,550

$34,400 $22,600 $57,000

C. Service Engineer Travel Expenses $3,750
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2. Air Heater Seals To Stop Air Infiltration to Flue Gas Side

Material
New Seals $4,000
Potential for new baskets 24,000
28,000
Subtotal for 1 and 2
Contractor Overhead and Profit
Subtotal
Contingency

Total for one generator
Total for two generators

Labor

$6,000
13,000
19,000

Subtotal

$ 47,000

$122,250
$ 22,850
$145,100
$ 14,500
$159,600
$319,200
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6 Plant Operation and Maintenance

Stoker and Furnace

The stoker and furnace maintenance practices are outstanding. To achieve an
even fuel bed and low excess air, regular maintenance for the stoker and furnace
should focus on:

e check and (as needed) renew seals between stoker and pressure parts

¢ check and adjust the sprocket and chains, and align the grate bar

e adjust feeders.

Controls and Instrumentation
Furnace Draft

The Btw/hr meter at the control panel should be recalibrated. During testing on
5 March, the meter was reading about 50 percent lower than the actual unit out-
put. The Bailey furnace draft should be fixed to control to —0.05 in. The Btu me-
ter, O, sensor, and a host of other controls should be regularly checked and re-
calibrated.

Researchers attempted to adjust proportional, integral, derivative (PID) control-
ler for furnace draft control on HTWG No. 3 to reduce “hunting.” The intent was
to obtain better control over combustion air to reduce excess air, which would in
turn reduce NOx. Some adjustments showed reduced “hunting” for up to 12
minutes, but ultimately the system returned to hunting.

Researchers determined that the furnace draft display at the control panel was
reading high. Plant personnel set up an inclined manometer to read furnace
pressure directly.

Controls Evaluation
Because of inaccurate sensor readings identified during testing, a specialist was

called in (13 and 14 April 1999) to evaluate the HTWG controls and sensors. At
this time, there appears to be no immediate safety threat, but major changes
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need to be made to the configurations stored in the Bailey multi-function proces-
sor (MFP) modules to maintain some sense of control. The current configura-
tions will never work properly. Cascade control loops abound, which can confuse
the operators and on-site instrument people. There is never any need to use a
cascade loop on a boiler. All cascade loops should be removed from the water
temperature control as well as from the O, Trim controller. Preliminary review
shows the rest of the logic in the programming to be reasonable, but it could be
assumed that the original programmers had never worked on boiler control pre-
vious to the job.

Problems were found with the Furnace Draft control loop. The control was a
simple feedback loop PID control, with the provision for feedforward from the FD
loop. The loop could only be put in automatic after detuning the controller. The
problems encountered were mostly mechanical. There appeared to be too much
draft caused by what appeared to be too much ID fan. Installing a VSD on the
fan drive motor will help a great deal. In conjunction with the VSD, adjustments
can be made to the linkage from the actuator to the dampers. Also, changes to
the positioner will make the control loop less sensitive. The draft transmitter on
HTWG No. 3 did not correspond with the input definition, which was causing
errors in measurement. It was also observed that HTWG No. 2 had a problem
with draft control. The dampers appeared to be open too far at light off. As a
matter of fact, the dampers did not open until the FD was at 40 percent of travel.

FD and O, Trim need some work, but nothing major. Cascade control needs to be
removed from FD control. Cascade control is not necessary and can confuse peo-
ple on site. O, Trim had its own special brand of problems. The configuration
was incorrect. Researchers were surprised that this had never been caught be-
fore. The O, Trim loop output went to an F (x) block that converted the 0 to 100
percent to a 0.7 to 1.3 multiplier for the air flow signal, which is fine. After the
calculation, however, the signal went to another section of the program that re-
peated the calculation. It was hard to determine how this was ever supposed to
work. The calculations repeated exactly, as if two people had worked on the con-
figuration, neither realizing where the other person’s work had finished.

After removing the effect of one set of those blocks and making the effect of the
trim from 0.85 to 1.15 rather than 0.7 to 1.3, O, Trim was able to be on auto-
matic. This loop had to be seriously detuned to obtain satisfactory results.
There appeared to be too much dead time in the O, feedback loop, and there also
seemed to be tramp air. These deficiencies can be corrected by relocating the
sensor closer to the boiler outlet and before the air heater. It is also recom-
mended that the O, Trim affect the setpoint for the air, not the actual air flow
signal. O, Trim can be accomplished by manipulating either the setpoint or the
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air flow signal, but by affecting only the setpoint, the air flow remains something
the operators can rely on as being true and accurate. It also gives the setup peo-
ple a reference point that will not change. At this time, setting the O, control
point in the boiler is done manually, but by adding an F (x) block that is follow-
ing the Btu signal, this can be accomplished automatically. There would also be
the provision that, if the Btu signal were to become inaccurate, the setpoint
could then be referenced from the demand signal. The F (x) block is tunable, so
changes to control points can be made online without the need of major configu-
ration changes.

The overall control of the plant is not very efficient. There should be separate
plant and boiler master controllers. At this time, the boilers are controlled by
their own (separate) control loops, each one trying to control the water tempera-
ture. To bias a boiler up or down, the water setpoints are adjusted for each
boiler. The control hierarchy should be a single plant master controller for the
water temperature that sends out a demand signal to each boiler. Each boiler in
turn has its own boiler master controller, which allows the boiler to be biased
based on load conditions and characteristics of the individual boilers. The rec-
ommended change is to go with a plant master/boiler master convention for most
boiler plants. This eliminates any control problems caused by the boilers at-
tempting to fight for control of the temperature loop.

Among minor problems noticed, HTWG No. 2 will not light off if the boiler mas-
ter is in manual. The cause of this problem could not be determined, but it re-
quires further investigation. During light-off, the gas controller should do the
same in automatic mode as in manual mode.

Two more visits will be needed to bring the central heat plant up to required per-
formance standards. One visit should be during shutdown to make configuration
changes .and various mechanical adjustments to actuators and linkages. The
second trip should be made in the autumn, when the system load is enough to
bring the boilers up to their full capacity. During this visit, combustion adjust-
ments and settings will be made to FD and O, Trim control points. Reconfigura-
tion and optimization cost is estimated at $26,100.

Develop New Operation Instructions

The fuel bed control should be adjusted to maintain:

e abed depth of 8 to 9 in.

e an even distribution side-to-side and front-to-back

e an even distribution of coal to the rear wall (no sneaking air)
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* anincrease in ash fusion temperature specification to stop clinkering

e better coal sizing

¢ ‘just-in-time” delivery of coal to prevent breakdown in size caused by coal sit-

ting in stockpile.

New combustion gas sensors for O, and CO should be installed between the
HTWG outlet and MDC inlet, and new flue gas temperature indicators should be
installed at the furnace outlet. Three sets of instruments would be installed on
each coal-fired generator across the width of the generator, basically in line with
the coal feeders. Smoke density meters should be installed before the baghouse.
These instruments will give the operators an indication of the combustion proc-
ess and allow adjustments to maintain even coal combustion across the flue bed

and lower emissions.

The cost estimates for one coal boiler are:

CO - 0, - Temperature (three per HTWG)

CO - O, Analyzer (one unit)
Temperature (2,000 °F) (one unit)
Subtotal for one unit
Subtotal for three units

INFI 90 Computer
Two Cards
Service Engineer (5 days)
Car, Meals, and Flight
Subtotal

Smoke Density (one per HTWG)
Smoke density analyzer

Computer Card of INFI 90

will also take this input
Service Engineer (1)
Expenses

Subtotal

Contractor Overhead and Profit
Subtotal

Contingency

Total cost for one generator
Total cost for two generators

Material Labor

$ 12,000 $4,000

3,000 2,500
$15,000 $6,500
$45,000 $19,500

$ 8,000
$4,250
1,950
$ 8,000 $6,200

$ 6,000 $5,000

850
150
$ 6,000 $6,000

Subtotal

$21,500
$64,500

$14,200

$ 12,000
$ 90,700
$ 17,000
$107,700
$ 10,800
$118,500
$237,000
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O&M Considerations for Stack Testing

The U.S. Environmental Protection Agency (EPA) allows NOx emission sampling
to be performed anywhere after the HTWG outlet where the test port is located
at least two equivalent diameters downstream of a flow disturbance and at least
one-half equivalent diameters upstream of a flow disturbance. The breeching
between the MDC outlet and the air preheater inlet meets this criteria. Better
NOx emission test results may be obtained by sampling at this location, where
air infiltration across the air preheater would not affect the results.

The SDA inlet sampling ports may also be a good location to install a flow meter
for measuring volumetric air flow because the velocity pressure is relatively con-
stant throughout the duct. This meter would provide the operators with a cross-
check of their instrumentation for heat output.

Some procedures in preparation for an EPA compliance test will depend on the
plant heating load for 1 week before the test. Other procedures are not weather
dependent. The following are the recommended minimum procedures:

1. Check the calibration of the coal scale and ensure that properly sized coal is
evenly distributed in the coal bunker.

2. Check the calibration of water temperatures, flue gas temperatures, water flow,
Btu output, O, monitors, and CO monitors.

3. Weather permitting, the generator should be on-line for 5 days at the testing load
required. The boiler internals, refractory, casing, breeching, and pollution control
equipment need 5 days to stabilize temperature and expansion of the materials
to prevent small particles from flaking off and ending up as particulate in the
EPA train.

4. Two ciays are required to get correct lime milk solids content and flow rates to the
head tank and nozzles of the spray dryer.

5. Two days are needed to get the correct filter cake material on the baghouse bags
and establish a good baghouse cleaning cycle.

Appendix B gives the recommended Stack Test Protocol.
The current operating permit language should be revised to allow by-pass during

startup. This will prevent flue gas from going through dew point and creating
acid, which eats the bag stitching.
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7 Fuel Use and NOx Emission Control
Alternatives

One option for alternative fuel use would be to convert a portion of natural gas
usage to coal. The HTWG operational test determined that stable coal combus-
tion is achievable down to 23 MMBtwhr heat output. The plant typically burns
natural gas at lower loads for easier operation. By switching a portion of the
natural gas usage to coal, a fuel savings will be realized.

Existing Heating Plant Operation
Coal 125 days (4.11 months) 7,779.2 tons 65 % Energy
Natural Gas 118.2 days (3.89 months)  118,599.6 MCF 35% Energy
Off-line (Not Operating) (4.00 months) |

Operating Cost:
Coal $ 536,765
Natural Gas $ 557,418
Total Fuel $1,094,183
Other Operating $1,155,721
Total Operating $2,249,904

Revised Existing Heating Plant Operation

Coal 216 days (7.11 months) 11,114.8 tons  93% energy
Natural Gas 27 days (0.890 months) 23,960.0 MCF 7% energy
Off-line (Not Operating) (4.00 months)
Operating Cost: |
Coal $ 766,921
Natural Gas $ 112,612
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Total Fuel $ 879,533
Other Operating Costs $1,155,721
Total Operating Costs $2,035,254

Construction for:

Variable speed drives 457,800
Air heater modifications $319,200
0, and CO Monitors and Temperature $237,000
Total Construction Cost $1,014,000

NOx at 0.45 1b/10° Btu to 0.50 1b/10° Btu of Heat Input with correct size coal and
200 °F higher ash fusion temperature (i.e., “No Clinkers”).

Co-Firing: 90 Percent Coal Plus 10 Percent Natural Gas

Co-firing coal and natural gas in stoker boilers has been successfully accom-
plished at several facilities, including Dover Light & Power, Oberlin College,
Hoover Company, and Ford Motor Company. A co-firing system will typically
have one or more natural gas burners located in the sidewalls of the stoker. The
most advantageous method has been to locate two burners near opposite corners
to develop a circular flow pattern. This creates a better mixing zone for combus-
tion. The amount of natural gas co-fired is adjusted to improve particulate emis-
sions, low load performance, efficiency, and cost effectiveness.

Coal: 216 days (7.11 months) 10,003.3 tons
Natural Gas: 243 days (0.89 months @ 100% Gas) 55,496 MCF
Off-line (Not Operating) (4.00 months)

Operating Cost: Coal $ 690,228
Natural Gas $ 260,831
Total Fuel $ 951,059
Other Operating $1,145,210
Total Operating $2,096,269

Construction for:

Variable Speed Generators $ 457,800
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Air Heater Modifications (two generators) $ 319,200
O, and CO Monitors and Temperature $ 237,000
Burners (2 units) $ 847,400

$1,901,400

Coal 90% x (0.45 1b/10° Btu) = 0.405
Natural Gas 10% x (0.10 1b/10° Btu) = 0.010
Average Emission = 0.415 Ib/NOx/10° Btu

Co-Firing: 80 Percent Coal Plus 20 Percent Natural Gas
Coal: 216 days (7.11 months) 8,891.8 tons
Natural Gas: 243 days (0.89 months, 100% gas) 87,032 MCF
Off-line (Not Operating) (4.00 months) :=

Operating Cost:
Coal $ 613,534
Natural Gas $ 409,051
Total Fuel $1,022,585
Other Operating Costs $1,135,881
Total Operating Costs $2,158,466

Construction for:

Air Heater $ 319,200
O, and CO Monitors and Temperature $ 237,000
Burners (2 units) $ 887,000
Total $1,443,600

Coal 80% x 0.451b/10° = 0.36
Natural Gas 20% x 0.10 1b/10° = 0.02
Average Emissions = 0.38 Ib/NOx/10° Btu



CERL TR 99/101

Detroit Stoker Third Row of OFA
Coal: 216 days (7.11 months) 11,114.8 tons 93% Energy
Natural Gas: 27 days (0.890 months) 23,960.0 MCF 7% Energy
Off-line (Not Operating) (4.00 months)

Operating Cost:
Coal $ 766,921
Natural Gas . $ 112,612
Total Fuel $ 879,533
Other Operating Costs $1,155,721
Total Operating Costs $2,035,254

Construction for:

OFA ' $ 825,000
Vaﬁable Speed Drives (two generators) $ 457,800
Air Heater Modifications $ 319,200
0, and CO Monitors and Temperature $ 237,000
Total $1,839,000

NOx emission 0.45 1b/10° to 0.405 1b/10° Btu with correct size coal and 200 °F
higher ash fusion temperature (i.e., “No Clinkers”).

Detroit Stoker: Third Row of OFA Plus 3 Percent Methane

Add third level of OFA to existing two levels. Add low row of flue gas recircula-
tion and injection of 3 percent methane (natural gas) to the lowest level of OFA.
The upper two levels will have combustion air and will require a new OFA fan.
The lower level flue gas recirculation will remove clean flue gas after the ID fan
where the static pressure is 0” or near 0” to minimize the fan horsepower. Use
97 percent coal plus 3 percent natural gas when firing coal.

Coal: 216 days (7.11 months) 10,781.4 tons 90% Energy

Natural Gas: 243 days (0.89 months of
100% natural gas) 33,421 MCF 10% Energy
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Operating Cost:
Coal $ 743,914
Natural Gas $ 157,079
Total Fuel $ 900,993
Other Operating Costs $1,155,697
Total Operating Costs $2,056,690

Construction for:

Detroit Methane $1,330,000
Variable Speed Drives (two generators) $ 457,800
Air Heater Modifications $ 319,200
0, and CO Monitors and Temperature $ 237,000
Total $2,344,000

NOx emission 0.30 1b/10° Btu with correct size coal and 200 °F higher ash fusion
temperature (i.e., “No Clinkers”).

Selective Non-Catalytic Reduction of Revised Existing Heating
Plant Operation

A Fuel Tech NOx OUT process urea injection system should be installed to
achieve a 30 percent NOx reduction. The system consists of a storage tank sized
to hold approximately 2 weeks of projected urea solution supply, tank heater,
control panel with circulation module and control module, electric valve actua-
tors, inline circulation heater, piping, tubing, fittings, pressure gauges, magnetic
flowmeter, temperature indicators, tank level controllers, circulation pump, me-
tering pump, water boost pump, injector lances.

Coal: 216 days (7.105 months) 11,114.8 tons 93% Energy
Natural Gas: 27 days (0.890 months) 23,960 MCF 7% Energy
Off-line (Not Operating) (4.00 months)
Operating Cost:
Coal $ 766,921
Natural Gas $ 112,612
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Total Fuel $ 879,533
Other Operating Costs (includes Urea and Power) $1,181,134
Total Operating Costs $2,060,691

Construction for:

SNCR $2,620,000
Air heater modifications $ 319,200
O, and CO Monitors and Temperature . $ 237,000
Total $3,176,200

NOx emission 0.315 1b/10° Btu with correct size coal and 200 °F highér ash fu-
sion temperature (i.e., “No Clinkers”).

100 Percent Natural Gas as Fuel

To switch to 100 percent natural gas and No. 2 fuel oil, install natural gas con-
version burners in HTWG Nos. 1 and 2. The burners would fire natural gas as a
primary fuel and No. 2 fuel oil as backup in the event of a natural gas supply
outage. The burners would be guaranteed for NOx emissions of 0.10 lb/MMBtu.

Natural Gas: 243 days (8.00 months) 339,320.6 MCF
Operating Cost:

Natural Gas $1,595,146

Other Operating Costs $ 704,818

Total Operating Costs $2,299,964

Construction Cost: $1,870,000

NOx emission = 0.10 1b/10° Btu
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8 Conclusions and Recommendations

Conclusions

1. Economical Use of Coal. This study has found that a “no coal” approach (i.e.,
if Malmstrom AFB were to switch to 100 percent natural gas burners) would
require a capital investment of $1,870,000 and increased operating costs of
$264,000 per year. The most economical method of generating heat at MAFB
1s a revised operation that fires coal for a greater amount of time of the year
and reduces the amount of natural gas consumption to 7 percent of total en-
ergy. About $210,000/yr could be saved by reducing natural gas consump-
tion. This method would require (1) a non-clinkering coal, (2) air heater
modifications, (3) VSDs, and (4) new combustion gas/temperature monitors.

2. Method To Produce Artificial Load for Testing. The EPA requires compliance
testing to be conducted at 90 percent or greater of the maximum continuous
rating of the generator. If the facility heat load is less than the requirement,
artificial heat loads must be imposed. These artificial heat loads include:

* Distribution Temperature Sag — Allowing the return water temperature
to drop to 290 °F at night will increase the load approximately 14
MMBtu/hr for 6 hr.

* Off-Line Units as Radiators — Circulating water through the off-line gen-
erators and turning on the ID fans increases the load approximately 8
MMBtu/hr for two generators. '

3. Better Operation to Ensure Low NOx. Operational tests determined that
NOx can be reduced to 0.40 Ib/MMBtu by controlling flue gas oxygen content
and maintaining even coal combustion on the grate. The oxygen content
should be maintained below 4.2 percent at high generator loads and below
7.5 percent at approximately 24 MMBtwhr. Field tests show that, without
clinker formation, NOx emissions were always below 0.48 1b, and frequently
below 0.45 Ib/MMBtu. The ash fusion temperature of coal must be increased
200 °F and coal fines reduced by “just-in-time” delivery of coal.
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4. Maintain Furnace Draft Control at —0.05 in. Control of furnace draft is criti-

cal to good coal combustion and minimizing emissions. As furnace draft in-
creases, the flow of combustion air through the fuel bed will increase in thin-
ner areas of the fuel bed causing higher formation of NOx. High furnace
draft also causes air to infiltrate into the furnace due to the negative pres-
sure, which also increases the formation of NOx.

Recommendations

1.

“NOx Compliance” Coal Specifications. It is recommended that MAFB at-
tempt to purchase coal that can be delivered just in time and that meets the
specifications in Chapter 5.

Minimize Outside Coal Storage. Allowing the coal to weather in an outside
stockpile causes degradation and increases the percentage of smaller pieces

. of coal in the pile. The stockpile should only be used in the event of a coal

delivery stoppage. A coal splitter plate should be installed below each dis-
charge gate where coal drops into the bunker. The splitter plate will help
minimize coal segregation across the bunker, which causes segregation
across the coal feeders and an uneven fuel bed.

Install New Combustion Gas Sensors to “See” Fuel B